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SHEET KEYNOTES:

GENERAL SHEET NOTES:
1. REFER TO DRAWING FX0.01 FOR FIRE PROTECTION LEGEND, GENERAL NOTES AND DETAILS.
2. REFER TO DRAWING 3/FX0.01 FOR EXISTING STANDPIPE / SPRINKLER RISER SUPPLY PIPING.

PROVIDE UPRIGHT SPRINKLER HEADS IN TEMPORARY GAS CYLINDER ROOM IN PHASE 1A
UNTILL COMPLETION OF NEW GAS CYLINDER ROOM IN PHASE 4. ONCE NEW GAS CYLINDER
ROOM IS IN OPERATION PROVIDE PENDENT SPRINKLER HEADS IN ANESTHESIA ROOM.
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CONSTRUCTION PHASE LINE

UPRIGHT SPRINKLER HEADS

ORDINARY HAZARD

RECESSED PENDENT SPRINKLER HEADS

LIGHT HAZARD

RECESSED PENDENT SPRINKLER HEADS

ORDINARY HAZARD

LEGEND:



4 6 8 10 11 12
13 14

1 2 3

A

B

C

D

E

F

G

H

L

9

E5

K

MS

SD1

PT2

EX SPR
ZONE 31

EX SPR ZONE 33

TO SPR
ZONE 32

TO SPR
ZONE 31

TO SPR
ZONE 28

SPR
3

SPR
4

SPR
2

SPR
1

SPR ZONE 28

TO SPR
ZONE 30

TO SPR
ZONE 29

SPR ZONE 29

SPR ZONE 32

SPR
13

SPR ZONE 28

EX SPR ZONE 29,
NEW ZONE 30

EXISTING SPRINKLER HEADS
AND PIPING IN THIS AREA TO BE
REMOVED AND/PR MODIFIED AS
REQUIRED TO SUIT NEW LAYOUT

EXISTING SPRINKLER HEADS
AND PIPING IN THIS AREA TO BE
REMOVED AND/PR MODIFIED AS
REQUIRED TO SUIT NEW LAYOUT

EXISTING SPRINKLER HEADS
AND PIPING IN THIS AREA TO BE
REMOVED AND/PR MODIFIED AS
REQUIRED TO SUIT NEW LAYOUT

SOILED
UTILITY

3B-152

CLEAN
UTILITY

3B-153

CORRIDOR

3B-161

STERILE
SUPPLIES

3B-141A

ANTE ROOM

3B-155

EXIST STAIR

STAIR - 4

ELECTRICAL

3B-163

PATIENT BAYS

C3-14

NOURISHMENT

C3-13

SEMI-RESTRICTED
CORRIDOR

C3-10

SEMI-RESTRICTED
CORRIDOR

C3-10

IT

3B-162

3B-139A

OR SUPPLIES

3B-139

OR 3

OR 4

3B-141

PACU

3B-156

PACU

3B-157

PACU

3B-158

PACU

3B-159

PACU

3B-160

FROZEN
SECTION

3B-150
TOILET

3B-164

ANESTHESIA
WORK ROOM

3B-149

OFFICE

3B-165

PATIENT BAYS

C3-15

NURSE STATION

3B-151

STORAGE

3B-168

TOILET

3B-169A

SOILED
HOLDING

3B-148

PAIN
MANAGEMENT

3B-147

MEDS

3B-169

ON CALL

3B-172

EQUIPMENT
STORAGE

3B-146

TOILET

3B-172A

HAC

3B-173

CORRIDOR

C3-16

WAITING

3B-171

RECEPTION

3B-174

EXIST
FAMILY WAITING

3B-175

TOILET

3B-175A

IT

3B-176

ELEC

3B-177

ELEV LOBBY

C3-18

CORRIDOR

C3-17

EXIST
SERVICE ELEVATOR

S-2

EXIST
SERVICE ELEVATOR

S-1

EXIST
PUBLIC ELEVATOR

P-2

EXIST
PUBLIC ELEVATOR

P-1

EXIST
PUBLIC ELEVATOR

P-3

EXIST
FEMALE TOILET

3B-181

EXIST
MALE TOILET

3B-180

EXIST
BIO HAZARD

3B-179

EXIST
PAPER RECYCLE

3B-178

EXIST STAIR

STAIR - 1

CORRIDOR

C3-9

VESTIBULE

3B-131A

LOUNGE

3B-131

CORRIDOR

C3-9

3B-127

ANESTHESIA

3B-128

CHIEF ANESTHESIA

EXIST STAIR

STAIR - 3

3B126b

TEL. CLO.

3B126a

ELEC. CLO.

MEN'S LOCKER
ROOM

3B-130

WOMEN'S
LOCKER ROOM

3B-129

OR 1

3B-135

OR SUPPLIES

3B-135A

CYSTO
SUPPLIES

3B-137A

CORRIDOR

C3-10A

OR SUPPLIES

3B-139A

OR 3

3B-139

CYSTO OR 2

3B-137

C3-10

SEMI-RESTRICTED
CORRIDOR

D3B151a

M. LKRS.

D3B125f

PATIENT TOILET

DC3-7

CORR.

D3B125e

NOURISHMENT

D3B138

HAC

D3B125h

OFFICE

D3B125g

STAFF TOIL.

D3B125i

STORAGE

D3B125j

CLOSET

D3B125b

ANTE RM.

D3B125a

1 BDRM. ISOL.

DC3-4

CORR.

D3B125k

NURSES STA.

D3B125d

ANTE RM.

D3B125c

1 BDRM ISOL.

D3B125k

NURSES STA.

D3B176

TEL. CLO.

D3B177

ELEC. CLO.

D3B178

TRASH CHUTE

D3B179

LINEN CHUTE

D3B175

FAMILY WAIT

CORRIDOR

C3-8

CLEAN CORE

3B-138

CONTROL

3B-154

EQUIPMENT
STORAGE

3B-134

ORTHO OR 6

3B-136

SURGERY HAC

3B-202

INFECTIOUS
FLUID MGT

3B-208

SOILED

3B-203

SHELL

3B-167

GAS BOTTLE
STORAGE

3B-204

CLEAN
DUMBWAITER

3B-138A

SOILED
DUMBWAITER

3B-203A

STERILIZER

3B-138B

SEMI-RESTRICTED
CORRIDOR

C3-10

LOW VOLTAGE

3B-132

EX SPR ZONE 29,
NEW ZONE 32

EXISTING SPRINKLER HEADS
AND PIPING IN THIS AREA TO
REMAIN

EXISTING SPRINKLER HEADS
AND PIPING IN THIS AREA TO
REMAIN

EXISTING SPRINKLER HEADS
AND PIPING IN THIS AREA TO
REMAIN

EX SPR ZONE 30

RENOVATE SURGICAL
SERVICE & UPGRADE
OPERATING ROOMS

581-13-101

NO. DESCRIPTION DATE

Miller-Remick LLC

1010 KINGS HIGHWAY SOUTH
CHERRY HILL, NEW JERSEY 08034
PHONE: (856)429-4000
FAX: (856)429-5002

M.E.P.  &  Structural Engineering

A Service Disabled Veteran Owned
Small Business

1
6

8
4

0

B

A

C

D

E

F

6
"

1
0

6
"

2
0

6
"

6
"

0
2

4
0

4
0

0
4

8

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

100% CONSTRUCTION DOCUMENTS

PLAN

NORTH

ACTUAL

NORTH

FULLY SPRINKLERED
MILLER-REMICK LLC

PROFESSIONAL ENGINEER

W

E
ST  V I RG I N

I A

R

E
G

I S T E R
E

D

1 PROVIDE UPRIGHT SPRINKLER HEADS IN SHELLED AREAS TO BE FIT OUT IN FUTURE AS
INDICATED.

2

SHEET KEYNOTES:

GENERAL SHEET NOTES:
1. REFER TO DRAWING FX0.01 FOR FIRE PROTECTION LEGEND, GENERAL NOTES AND DETAILS.
2. REFER TO DRAWING 3/FX0.01 FOR EXISTING STANDPIPE / SPRINKLER RISER SUPPLY PIPING.

PROVIDE UPRIGHT SPRINKLER HEADS IN TEMPORARY GAS CYLINDER ROOM IN PHASE 1A
UNTILL COMPLETION OF NEW GAS CYLINDER ROOM IN PHASE 4. ONCE NEW GAS CYLINDER
ROOM IS IN OPERATION PROVIDE PENDENT SPRINKLER HEADS IN ANESTHESIA ROOM.

EXISTING SPRINKLER ZONE LINE

NEW SPRINKLER ZONE LINE

CONSTRUCTION PHASE LINE

UPRIGHT SPRINKLER HEADS

ORDINARY HAZARD

RECESSED PENDENT SPRINKLER HEADS

LIGHT HAZARD

RECESSED PENDENT SPRINKLER HEADS

ORDINARY HAZARD

LEGEND:

1. THIS SHEET HAS BEEN IDENTIFIED AS WORK TO BE INCLUDED AS A BID
ALTERNATE. SEE SPECIFICATIONS AND INSTRUCTIONS TO BIDDERS FOR A
DETAILED LISTING OF THE ASSOCIATED SCOPE OF WORK.

ALTERNATE NOTE


	FX0.01
	FX001
	FX0.01


	FX1.01
	FX101
	FX1.01


	FX1.01-ALT2
	FX101-ALT2
	FX1.01-ALT2



